Electrical Services Framework Specification
Electrical Inspection, Testing (including Solar Photovoltaic) and Electrical Rewiring Works.
1. Purpose
This Specification defines the minimum requirements for the delivery of electrical services under the Electrical Services Framework. It covers Electrical Inspection and Testing (including Solar Photovoltaic (PV) inspection) and Electrical Rewiring Works.
This Specification is intended for use by Contracting Authorities when awarding call-off contracts and shall be read in conjunction with the Framework Agreement, the Contracting Authority’s Terms and Conditions, Schedules of Rates and any Call-Off Order or Works Instruction.
2. Framework Lots and Scope of Services
The Electrical Services Framework is divided into the following Lots. Tenderers may submit bids for one or both Lots.
Lot 1 – Electrical Inspection, Testing and Solar PV Inspection
Electrical Installation Condition Reports (EICRs)
Associated inspection findings and formal reporting
Inspection and testing of Solar Photovoltaic (PV) installations where present
Services may be delivered to domestic dwellings (occupied and void) and communal areas, as instructed at call-off stage.
Lot 2 – Electrical Rewiring Works
Full or partial electrical rewiring to domestic properties and void properties
Consumer unit replacement and circuit upgrades
Upgrades to earthing and bonding
Installation of fire detection systems
Testing, certification and making good
3. Legislative and Regulatory Framework
All works carried out under this Framework shall comply with the current editions of the following, as a minimum:
Health and Safety at Work etc. Act 1974
Electricity at Work Regulations 1989
Control of Asbestos Regulations 2012
Building Regulations including Approved Document P
BS 7671 – IET Wiring Regulations
IET Guidance Notes (including GN3 and GN8)
BS 5839-6 – Fire detection and alarm systems
Welsh Housing Quality Standard (WHQS 2023)
Renting Homes (Wales) Act 2016
The Contractor shall ensure all inspection, testing, design, installation and certification remains fully compliant for the duration of the Framework.
4. General Requirements
All services shall be delivered by competent electrical contractors registered with a recognised Competent Person Scheme such as NICEIC or NAPIT.
All operatives shall hold appropriate qualifications including City & Guilds 2391 (or equivalent) for inspection and testing and City & Guilds 2382 for BS 7671 compliance.
The Contractor shall be responsible for the design, quality and statutory compliance of all works.
5. Lot 1 – Electrical Inspection, Testing and Solar PV Inspection
5.1 Electrical Installation Condition Reports (EICRs)
EICRs shall be carried out in accordance with BS 7671 and IET Guidance Note 3.
Inspection and testing of fixed wiring installations
Consumer units, protective devices and isolation
Earthing and bonding arrangements
Accessories, lighting and fixed equipment
Observations shall be recorded using the BS 7671 coding system and reports shall clearly identify defects, remedial works and overall installation condition.
All C1 and C2 codes are to be rectified during the electrical inspection unless otherwise stated by the Contracting Authority when calling off.
Contracting Authorities to receive the Electrical Installation Condition Report in an electronic format within 5 working days of the test being carried out. 
5.2 Solar Photovoltaic (PV) Inspection and Testing
Visual inspection of modules, frames, fixings and cabling
Inspection of AC and DC isolators and inverters
Verification of labelling and system identification
Electrical testing in accordance with BS 7671 and manufacturer instructions
Solar PV inspection and testing shall only be undertaken by operatives holding appropriate Solar PV qualifications such as BPEC Solar PV or equivalent.
The inclusion of PV inspection does not imply that all properties contain PV systems. Scope will be defined at call-off stage.
6. Lot 2 – Electrical Rewiring Works
Removal and replacement of existing wiring systems
Consumer unit replacement incorporating Type 2 SPD
Provision of AFDDs where required by BS 7671
Upgrade of meter tails, earthing and bonding
LD2 Grade D1 fire detection in accordance with BS 5839-6
Testing, certification, reinstatement and making good
7. Occupied Properties
Where works are undertaken in occupied dwellings, the property shall be left safe and secure at the end of each working day and essential services maintained where reasonably practicable.
8. Access and No-Access Arrangements
Access procedures, no-access definitions, payments and re-attendance arrangements shall be agreed at call-off stage and set out in the Call-Off Order or Works Instruction.
9. Inspection, Testing, Certification and Records
All certification shall be provided electronically, including Electrical Installation Certificates, EICRs, fire alarm commissioning certificates and Building Control notifications where applicable.
10. Contract Management and Performance Monitoring
Contract management arrangements, performance reporting and Key Performance Indicators (KPIs) shall be agreed at call-off stage. These arrangements will be proportionate to the scope, value and risk of each call-off contract. Contractors shall cooperate fully with audits, reviews and performance monitoring as reasonably required by the Contracting Authority.
